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Question:
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What R-3 non-detached dwellings are exempt from requirements to install an automatic fire

sprinkler system?

Answer:

Non-detached, single-family R-3 dwellings not more than three stories above grade plane are
exempt from requirements to install an automatic fire sprinkler system. This corresponds to
the requirements for multiple single-family dwellings (townhouses) under Section 803.2.7,

Exception #1.

This Code Application and interpretation is subject to change at any fime. To determine if this interpretation is still current, please

call (415) 558-6205 or visit our website http:/f'www.sfgov.org/site/dbi




